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GENERAL NOTES:

1. PROVDE SLEEVED OPENING FOR ALL BUS-DUCT RISER AND CONDUIT FLOOR
PENETRATIONS. REFER TO DWGS. E8.10.47 DETAIL 5, 5A AND 9.

KEYNOTES:
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